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CLEARANCE AT LAVATORY

TYPICAL HANDICAPPED
ACCESSIBLE LAVATORY

AND MIRROR

TYPICAL HANDICAPPED
ACCESSIBLE TOILET

EXPOSED PLUMBING
BARRIER FREE LAVATORIES
MUST BE INSULATED OR
OTHERWISE CONFIGURED TO
ELIMINATE POSSIBLE
CONTACT.

NOTE: SINKS IN COUNTERS TO
BE MOUNTED WITH RIM ON
MORE THAN 2'-10" HIGH AND
WITH AT LEAST 2'-3" KNEE
CLEARANCE.
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REFERENCE 5F/AE402
FOR INFORMATION
REGARDING
BLOCKING

SOLID SURFACE
C'TOP W/ INTEGRAL
SINK - ARCH. COORD.
WITH MECHANICAL

WALL TYPE A3A, PROVIDE
BLOCKING AS REQUIRED
FOR CASEWORK SUPPORT
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BACKSPLASH -
ENDSPLASH WHERE
MILLWORK ABUTTS
WALL

CONTINUOUS
SEALANT TO MATCH
SOLID SURFACE
COLOR

NOTE: SEE MILLWORK
GENERAL NOTES FOR
CABINET CONSTRUCTION

VARIES - SEE PLAN

WATERFALL EDGE

EASED EDGE AT BACKSPLASH
& SIDE SPLASH
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2"

BASE AS SCHEDULE

NOTE: SEE MILLWORK
GENERAL NOTES FOR
CABINET CONSTRUCTION

WOOD BLOCKING

INTERIOR FINISH-
MELAMINE UNO
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METAL ANGLED BRACING .
REFERENCE SPECIFICATIONS

SCHEDULED BASE

NOTE: SEE MILLWORK
GENERAL NOTES FOR
CABINET CONSTRUCTION
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WATERFALL EDGE

25 1/2" DEEP PLASTIC LAMINATE OR SOLID SURFACE COUNTERTOP  U.N.O.

SEE BUILDING ACCESSORIES FOR ADDITIONAL INFORMATION.

ALL WALL CABINETS AND TALL CABINETS WILL HAVE SLOPED TOPS U.N.O.

A.

B.

D.

INT ELEVATION GENERAL NOTES

ASSUME PLASTIC LAMINATE FILLER AT END OF ALL CASEWORK ADJACENT TO A WALL.C.

COORDINATE GROMMET LOCATION WITH OWNER.E.

CABINET DEPTH (NOT INCLUDING DOORS) U.N.O.
WALL CABINET = 14"
BASE CABINET = 24"
TALL CABINET = 24"

F.

REFERENCE AE401 FOR EQUIPMENT SCHEDULE & INFORMATION.G.

REFERENCE AE402 FOR WALL GUARD AND CHAIR RAIL ELEVATIONS. REFERENCE
FINISH PLANS FOR WALL GUARD, CORNER GUARD AND CHAIR RAIL LOCATIONS.

H.

REFERENCE AE413 FOR ENLARGED HEADWALL/FOOTWALL LOCATIONS.I.

CONTRACTOR TO PROVIDE PLYWOOD BACKING AND/ OR BLOCKING BEHIND ALL
ACCESSORIES AND WALL MOUNTED ITEMS.

J.

UNDER CABINET LIGHTING TO BE RECESSED UNDER CABINET. REFERENCE 6E/AE402
FOR WALL CABINET DETAILS.

K.

REFERENCE SHEET IN601 FOR ROOM FINISH SCHEDULE AND FINISH MATERIALS KEY..L.

BLOCKING AS REQUIRED

ADJUSTABLE SHELF
SEE ELEVATIONS FOR QUANTITY

DOORS FACED IN PLASTIC LAMINATE TO
MATCH BASE CABINET BELOW, UNO

RECESSED STANDARDS

BACK PANEL TO BE FACED
IN MELAMINE

NOTE: SEE MILLWORK
GENERAL NOTES FOR
CABINET CONSTRUCTION

UNDERCABINET LIGHTS
SEE ELECTRICAL DRAWINGS
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WIRE PULL

SLOPED TOP  TO RETURN
TO WALL

3"

DOOR

4" WIRE PULL

FINISH FASCIA PANEL

BLOCKING AS REQ'D.

FINISH EXPOSED SURFACES

1"

1"

2"

UNDER CABINET LIGHT
TO BE RECESSED AS SHOWN

1"
1/

2"

4 7/8"

SOLID SURFACE CAP

WATERFALL EDGE

3 5/8" METAL STUDS
16" OC WITH 5/8" GYP.
BOARD.

WOOD TRIM FILLER

1/2" 5" 1/2"

1'-5"

2 x 12 TREATED WOOD
BLOCKING TO FILL CAVITY BETWEEN
STUDS - FROM FINISH FLOOR TO
6' A..F.F.

18 GA METAL STUD

18GA METAL STUD

2 x12 TREATED WOOD BLOCKING TO FILL
CAVITY BETWEEN STUDS - FROM FINISH

FLOOR TO 6' A.F.F.

18GA METAL STUD

SWING DOWN GRAB BAR
SWING DOWN GRAB BAR
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LAG BOLTS OR CONNECTORS AS
RECOMMENDED BY MANUFACTURER.
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ACCESSORY DIAGRAMS
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100% CONSTRUCTION DOCUMENTS

Acute Inpatient Medical Unit Addition
and Renovation

Sioux Falls VA Health Care System
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 1/4" = 1'-0"1C
LEGEND - ACCESSORY MOUNTING DIAGRAM1

 1/4" = 1'-0"1A
LEGEND - ACCESSORY TYPICAL FIXTURE ELEVATIONS1

 1" = 1'-0"1E
APRON DETAIL

 6" = 1'-0"1F
TYP SOLID SURFACE COUNTER W/ BULLNOSE

 3" = 1'-0"3E
TYP TOE KICK DETAIL

 1" = 1'-0"3F
TYP COUNTER W/ KNEE SPACE ANGLED SUPPORT

 1" = 1'-0"6E
WALL CAB W/O FASCIA PANEL

 3" = 1'-0"7E
TYP WIRE PULL DETAIL

 3" = 1'-0"8E
SOLID SURFACE WALL CAP DETAIL

 1 1/2" = 1'-0"5F
BLOCKING AT GRAB BAR DETAIL
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